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ACTIVITY DATE 
• Release of published Request for Quotes October 24, 2022 
• Deadline for receiving all questions November 7, 2022, by 

2:00p.m. 
• Pre-bid Site Visit (If required) November 10, 2022 
• Deadline for proposal responses to be received by 

District 
November 29, 2022, by 

2:00p.m. 
• Notice of Intent to Award (Tentative) December 16, 2022 
• Deadline for protest (Tentative) December 23, 2022, by 

2:00p.m. 
• Contract executed (Tentative) January 3, 2023 

 

 
This Request for Quotes is to invite formal proposals from vendors who wish to be considered for 
selection to provide Heating, Air Ventilation, and Air Conditioning (HVAC) and related system 
services to the El Dorado Hills Fire Department (EDHFD). 

 

 

This specification describes the services to be performed under this Solicitation. The 
Department’s five (5) Fire Stations require HVAC Quarterly and/or Annual scheduled preventive 
maintenance services and unscheduled repair services. The Department requires a qualified 
service provider to provide preventative maintenance to improve equipment operations, increase 
efficiency, minimize breakdowns, prolong equipment life, and to perform scheduled inspections 
of the Department’s systems. The maintenance shall also include but is not limited to, filter 
service, water treatment service, and outdoor coil cleaning service  
 
The Contractor shall provide all labor, materials, tools, instrumentation, travel, and equipment to 
satisfactorily complete the services. The Department reserves the right to increase or reduce 
service needs based on operational needs or restrictions. Nothing in this Specification shall be 
interpreted as relieving the Contractor of the responsibility of meeting all applicable federal, state, 
and local codes and regulations. 

 

 

A. Preventative Maintenance 
1. Combination Units  

a) Visually check the coils for any damage, flaws, interference, and overall operations. 
Brush the coils if needed or propose a scheduled coil cleaning if required. 

b) Inspect & check the package HVAC for proper operation making sure to review 
interlocks, & vibration or noise problems. 

c) Check starter and tighten electrical connections. Check the system safety controls. 
d) Clean coils with biodegradable coil cleaning solvents and pressure wash as needed. 

SECTION ONE: ACTIVITIES AND TIMELINES 

SECTION TWO: GENERAL QUOTES SUMMARY 

SECTION THREE: PROGRAM BACKGROUND AND OVERVIEW 

SECTION FOUR:  SCOPE OF SERVICES  
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e) Clean the evaporator condensate/drain pan and related piping to ensure proper water 
flow. Install condensate chemical tablets and service the condensate pan if necessary. 

f) Inspect the motors and/or shaft & bearings for any problems or issues, lubricate as 
needed. 

g) Check the belts for wear, proper tension, and alignment problems. Adjust or replace 
the belt as needed. 

h) Check the settings of the fan system for proper speed and operations as needed. 
i) Check the economizer, dampers, valves, linkages, louvers/shutters & lubricate grease 

fittings and pivot joints as necessary. 
j) Check damper operation. Inspect for any damaged/faulty blades, vibration/balance 

issues, obstructions, and debris that can cause problems with proper airflow 
operations. 

k) Check the electrical wiring and related components for any loose connections or signs 
of overheating problems. 

l) Check compressor operations (crankcase heater, oil level/pressure while 
loaded/unloaded, suction pressure, discharge pressure, discharge line temp/superheat, 
and Meg Ohm windings as needed. 

m) Check refrigerant operations along with refrigerant charge/oil levels as needed. 
n) Check the bypass valve or head pressure damper if applicable as needed. 
o) Inspect flue, combustion chamber, heat exchanger. Clean chamber and perform 

combustion test as needed. 
p) Replace the air filters on a quarterly basis. 
q) Remove any debris, old parts that are around the equipment and notify facilities 

contact if there is excessive debris around equipment. 
r) Check thermostats are programmed and operating properly ensure thermostats allow 

for adjustments. 
2. Split Units  

a) Visually check the coils for any damage, flaws, interference, and overall operations. 
Brush the coils if needed or propose a scheduled coil cleaning if required. 

b) Inspect & check the split AC for proper operation making sure to review interlocks, 
& vibration or noise problems. 

c) Check starter and tighten electrical connections. Check the system safety controls. 
d) Clean the evaporator condensate/drain pan and related piping to ensure proper water 

flow. 
e) Inspect the motors and/or shaft & bearings for any problems or issues, then lubricate 

as needed. 
f) Check the belts for wear, proper tension, and alignment problems. Adjust or replace 

the belt as needed. 
g) Check the settings of the fan system for proper speed and operations as needed. 
h) Check the fan cycling operations for proper operations, fan speed and temperature if 

applicable. 
i) Check the electrical wiring and related components for any loose connections or signs 

of overheating problems. 
j) Check refrigerant operations along with refrigerant charge/oil levels as needed. 
k) Clean cleanable filters. Replace the air filters Quarterly. 
l) Remove any debris, old parts that are around the equipment and notify facilities 
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contact if there is excessive debris around equipment. 
m) Check thermostats are programmed and operating properly to ensure thermostats 

allow for adjustments. 
3. Furnace Units  

a) Inspect and check the furnace unit for proper operation making sure to review 
exterior, and vibration or noise problems. 

b) Check pilot operations. 
c) Check the electrical wiring and related components for any loose connections or signs 

of overheating problems. 
d) Inspect the motors and/or shaft & bearings for any problems or issues, then lubricate 

as needed. 
e) Check the belts for wear, proper tension, and alignment problems. Adjust or replace 

the belt as needed. 
f) Check for proper fan speed and cycling. 
g) Check thermocouple & heat exchanger condition. 
h) Check the systems safety & temperature controls. 
i) Check damper operation. Inspect for any damaged/faulty blades, vibration/balance 

issues, obstructions, and debris that can cause problems with proper airflow 
operations. 

j) Remove any debris, old parts that are around the equipment and notify facilities 
contact if there is excessive debris around equipment. 

k) Check gas pressure regulator. 
l) Clean and inspect burners and flue semi-annually. 
m) Test high pressure cutout operation semi-annually. 

4. Boilers 
a) Inspect and clean fireside surfaces. 
b) Inspect all burner refractory material. 
c) Inspect all manhole gaskets for leaks. 
d) Inspect and test all system valves. 
e) Inspect and test all safety valves. 
f) Clean and rebuild low water cut-off. 
g) Recalibrate all operating controls. 
h) Overhaul feed water pumps. 
i) Clean condensate receiver. 
j) Inspect electrical terminals. 
k) Switch boiler automation to summer mode. 
l) Check fuel oil levels. 
m) Clean and inspect chimneys. 
n) Clean and tune boiler and components.  

 
B. Scheduling Maintenance Inspections  

The Preventive Maintenance (PM) tasks due will be scheduled during the same time period to 
keep the equipment on the same rotational schedule. Therefore, to ensure timely and uniform 
maintenance on all equipment, a Quarterly PM schedule will be generated by the Contractor 
and provided to the Facilities Manager. All inspection dates and times must be scheduled 
between the hours of 8:00 AM and 5:00 PM. The Contractor shall schedule services with the 
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Facilities Manager three (3) days in advance prior to the inspection date. The Department 
reserves the right to add or delete equipment, whichever is in the best interest of the 
Department. 

C. Service Report  
The Contractor, in conjunction with the Facilities Manager, will develop a checklist and report 
for each type of maintenance to be performed, adding any manufacturer specific items that 
may not be addressed. After each quarterly maintenance service is complete, this service report 
shall be furnished to an authorized Department representative within three (3) days. The 
Contractor shall submit the service report to the Facilities Manager via e-mail. 
 
The Contractor shall make recommendations that will improve (lower) maintenance cost while not 
compromising reliability. When repairs are required to the equipment these items will be noted on 
the service report. 
 
Maintenance service records will be tracked by unit and kept up to date.  A maintenance history 
report will be provided to the Department at least on an annual basis. 
 
The Contractor will store all of your preventative maintenance documentation as well as store your 
equipment lists, contracts, proposals, invoices, and tailored data base reports to provide refrigerant 
management, historical log information reports, and repair & energy reports. All health and safety 
standards will be met. If there are issues that require repair and placing the unit “Out of Service”, 
contractor will notify facilities contact immediately and provide quote and timeline for repair. 

D. Repairs / Parts & Materials 
After each maintenance service, a list of recommended repairs or additional services will be 
submitted to the Facilities Manager as a part of the service report for each unit. The Contractor will 
provide an estimate for such repairs to the Facility Manager within two (2) days of the service report. 
Pictures, descriptions, parts, and labor shall be required to be included with the repair estimates. All 
parts, components, or devices that are worn or not in proper operational condition shall be repaired 
or at the Department’s option, replaced with new parts, components, or devices. 
If the Department elects to purchase replacement parts from the Contractor, the Contractor shall 
charge the Department no more than ten percent (10%) above the Contractor’s wholesale cost, plus 
tax, for replacement parts. 
For the term of this Agreement, the Contractor shall provide, on an hourly basis, service repair to 
the HVAC Systems referenced on the Equipment List in Appendix A. The hourly rate for this service 
repair, for the base term of the Agreement, shall be specified and shall be invoiced based on time of 
arrival through departure in thirty (30) minute increments. When parts, components, or devices are 
replaced in their entirety and a new design is available and is functionally equivalent and compatible, 
the parts, components or device of the newer design shall be used as the replacements. Consumable 
materials such as filters and belts will be supplied by the Contractor at no additional cost to the 
Department and included in the hourly rate. Repair services will be during the departments work 
hours. 
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E. Contractor – Materials & Equipment  

All instruments used to perform electrical protection testing shall meet International Electrical 
Testing Association (NETA) specifications for Test Instruments. Contractor shall provide padlocks 
that are compatible with the Department’s electrical lockout devices. Contractor shall provide 
electrical lockout devices and tags as required for protective devices downstream of the main 
breaker. 

F. Work Hours, Overtime, & Suspension of Work 

Work Hours 

Scheduled PM services shall be performed during workdays and hours (Monday through Friday 
between 8:00 AM and 5:00 PM), and weekends or Department Holidays (if approved by the 
Facilities Manager). All work dates and times must be approved by the Facilities Manager before 
work is performed. Unscheduled repair services shall be performed Monday through Friday between 
8:00 AM and 5:00 PM and after work hours, if necessary. If the Facilities Manger classifies the 
repair as an emergency, the service shall be performed on a mutually agreed time between the 
Contractor and the Facilities Manager. Straight time shall be paid for no more than eight (8) hours 
per day. The workday shall begin at the first work site and end at the last work site. Travel time, but 
not mileage, will be paid between sites. 
For emergency work, Department will pay for travel time but not mileage to and from the place of 
business and between work site(s). 

Overtime 

Overtime is paid for working more than an eight (8) hour day, excluding time for meals, and work 
outside of straight time work hours. This includes Saturdays, Sundays, or Department Holidays. 
Overtime will only be paid for emergency or unscheduled repair services. 

Suspension of Work 

The Department will endeavor to provide at least a 12-hour advance notice for any suspension of 
the work. Should less than 12 hours of advance notice be provided, and the Contractor’s workers 
show up at the job site, the Department will pay two (2) hours for “show up time.” Should the 
Department suspend the work after the workday has begun, the Department will pay the actual time 
worked. 

Special Provisions 

The Department shall have the authority to suspend the work wholly or in part, for such period as 
may be deemed necessary, when work is being performed in unsuitable weather, or when any other 
conditions are considered unfavorable for the proper prosecution of the work. The Department shall 
also have authority to suspend the work wholly or in part because of failure on the part of the 
Contractor to carry out orders given or to perform any provisions of the Contract documents. The 
Contractor shall immediately comply with the order of the Department to suspend the work wholly 
or in part. 



HVAC Maintenance Services 
Request for Quotes 

 

8  

Work suspended wholly or in part shall be resumed by Contractor on order of the Department when 
conditions are favorable, and methods corrected. The Department may order the Contractor to 
suspend all or any part of the work for such period of time as may be determined by the District to 
be necessary or desirable for the convenience and benefit of the Department. 

G. Emergency Services  

The Contractor shall provide emergency services on an as-required basis. The emergency service 
shall be available on a 24-hour basis, weekends, and legal holidays included. The Contractor shall 
supply the Department with an after-hours emergency telephone number. The Contractor shall be 
capable of responding to an emergency within two (2) hours after notification for system problems 
by an authorized Department representative. All labor (both straight and overtime), travel costs, 
parts, supplies, and any other expenses incurred on an emergency service call shall be invoiced 
separately by the Contractor. 

H. Service Performance 

The Facilities Manager or Department representative shall immediately notify the Contractor of any 
service deficiencies including, but not limited to: 
1. Delays in completing work 
2. Failure to perform services according to schedule  
3. Reporting incomplete or delayed  
4. Substandard or non-compliant work  
Deficiencies must be corrected by the Contractor within one (1) working day, or longer if agreed 
to in advance by the Department. 

I. Work Locations and Access 

The work shall be performed at the following Department Facilities; 
1. Fire Station 84 – 2180 Francisco Dr. El Dorado Hills 
2. Fire Department Headquarters / Fire Station 85 – 1050 Wilson Blvd., El Dorado Hills  
3. Fire Station 86 – 3670 Bass Lake Rd., El Dorado Hills  
4. Fire Station 87 – 4680 Golden Foothill Parkway, El Dorado Hills  
5. Fire Station 91 – 7660 South Shingle Rd., Shingle Springs  

All building doors are secured at work sites. Access to the sites will be scheduled with the 
Department for each day that the Contractor is working at the site. The Contractor shall always 
maintain unobstructed access on driveways at work sites. The Contractor may use, without 
cost, a reasonable area adjacent to the site of work for its operations. The location shall be 
approved in advance by the Department. 
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J. Technicians 

Before work begins, the Contractor shall furnish the Department with a list of the assigned 
technicians. Technicians furnished by the Contractor shall be cooperative with Department 
staff, reliable, properly experienced, and efficient in planning and doing the work required. 
Assigned technicians shall maintain current & applicable licenses for the work performed 
under this Contract. All refrigerant handling will be done by trained and certified technicians 
in compliance with current E.P.A. regulations and C.F.C. laws. S.D.S. Sheets, Technicians 
will wear Appropriate PPE for the task, The Contractor will ensure that all OSHA standards 
are met. 

K. References 

If Bidder has not done business with the Department within the previous five (5) years, Bidder 
shall be required to provide three (3) local customer references (government or private 
industry) for contracts of similar scope and size completed within the last three (3) years. 
These customers may be contacted by the Department. Customer contact information must be 
submitted at the time the bid is provided. 

L. Contract Term  

Contract Requirements 
Bidders acknowledge that the Agreement that will be entered into as a result of this 
Solicitation will be a Requirements Contract. The level of effort stated herein are estimates 
given as a general guide for bidding and are not guaranteed amounts, but do represent the best 
estimate of the Department, based on projected need. 

Contract Term 
The base term of the Contract shall be for a period of two (2) years, during which all prices 
shall remain firm. The Contract may be extended for an additional three (3), one-year option 
term(s), or any portion thereof, at the sole option and discretion of the Department. Should the 
Department exercise the option(s) to extend the Contract, labor rates may be adjusted at the 
beginning of each option year in accordance with the Consumer Price Index, San Francisco 
Bay Area, All Urban Consumers. 

M. Equipment List  

See Appendix A 
 

 
 

A. PROPOSAL FORMAT 
 

Proposals are to be straightforward, clear, concise, and responsive to the information 
requested. For proposals to be considered complete, proposers must provide all 
requested information.   

SECTION FIVE: PROPOSAL PACKAGE REQUIREMENTS 
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Each proposer must submit one (1)  original proposal and two (2) additional copies of the 
proposal. The original must be clearly marked “ORIGINAL.” 

 

 

A. SUBMITTAL OF PROPOSALS 
 

Sealed proposals must be received at the El Dorado Hills Fire Department 
Administration Office, NO LATER THAN November 29, 2022, by 2:00 p.m. 

 
Proposals are to be addressed as follows: 

 
Request for Quotes – HVAC Maintenance Service 

El Dorado Hills Fire Department 
Attn: Deputy Chief, Dustin Hall 

1050 Wilson Blvd , 
El Dorado Hills, CA 95762 

 
Proposer’s name and return address must also appear on the envelope. 

 
Proposals will be received only at the address shown above and must be received by the 
time indicated. It is the sole responsibility of the proposer to send or deliver its proposal 
so that it is received by the time and date required, regardless of postmark. Any proposal 
received after said time and/or date or at a place other than the stated address, cannot be 
considered and will not be accepted. No e-mailed or facsimile proposals will be 
considered. The Administration Office time stamp shall be considered the official timepiece 
for the purpose of establishing the actual receipt of proposals. 

 
B. SUBMITTER’S QUESTIONS 

 

Questions regarding the Quote Proposals must be submitted exclusively in writing, either 
by email or Unites States Postal Service (USPS) to EDHFD by November 22, 2022, by 
2:00 p.m.  EDHFD will not respond to any questions submitted after this time. EDHFD 
will use an addendum to the Bid Proposal to post any questions received, along with written 
responses, on the EDHFD website, www.edhfire.com. It is the responsibility of the 
proposers to check the EDHFD website to review the questions and responses. Any 
oral responses to questions are not binding on EDHFD. 

 
 
 

Questions should be addressed to: 
 
 Email:  dhall@edhfire.com with the following information in the subject line:  
   HVAC Maintenance Service RFQ – Question 
     

SECTION SIX: BID PROPOSAL PROCESS 

http://www.tuolumnecounty.ca.gov/
http://www.tuolumnecounty.ca.gov/
http://www.tuolumnecounty.ca.gov/
http://www.tuolumnecounty.ca.gov/
mailto:dhall@edhfire.com
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        USPS:                        El Dorado Hills Fire Department  
Attn: Deputy Chief, Dustin Hall 

1050 Wilson Blvd 
El Dorado Hills, CA 95762 

 
C. COSTS OF DEVELOPING THE PROPOSAL 

 

All costs incurred in the preparation of a proposal are the responsibility of each proposer 
and will not be reimbursed by EDHFD. 

 
D. PROPOSAL TERMS AND CONDITIONS 

 
It is the responsibility of each proposer to be familiar with all the specifications, terms, 
and conditions of the Bid Proposal. By the submission of a proposal, the proposer 
certifies that if awarded a contract, proposer will make no claim against EDHFD based        
upon ignorance of or misunderstanding of the specifications. 
 
Each proposer shall submit its proposal with the understanding that the proposal will 
become a part of the official file on this matter and shall be subject to disclosure, if 
requested by a member of the public, following the completion of negotiations. 
 
By submitting a proposal, each proposer certifies that all statements in this proposal are 
true. This constitutes a warranty, the falsity of which shall include the right, at EDHFD’s 
option, of declaring any contract made, as a result thereof, null and void. Proposals shall 
be completed, executed, and submitted in accordance with the instructions of this 
Quote Proposal. If a proposal is not submitted in the format specified in this Quote 
Proposal, it may be rejected, unless EDHFD determines that the nonconformity is 
either a minor irregularity or that the defect or variation in the proposal is immaterial or 
inconsequential. EDHFD may give the proposer an opportunity to cure any deficiency 
resulting from a minor irregularity or an immaterial or inconsequential defect, or EDHFD 
may waive such deficiency, whichever is most advantageous to EDHFD. 
 
EDHFD cannot accept proposals from any individual who is currently employed with 
the EDHFD (California Government Code §29708). 

 
E. EVALUATION OF PROPOSALS 

 
The objective is to perform a thorough and fair evaluation of submitted proposals and 
facilitate the selection of a vendor that best satisfies EDHFD’s requirements. The 
following describes the evaluation process and associated components. 

 
1. EVALUATION CRITERIA  

Once proposals are received, they will be evaluated based on the overall skill, 
competence, price, value, and related criteria, including (without limitation) the 
following factors: 

•  The total price quoted for completing the work 
•  The ability to meet the minimum specifications required for the work 
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•  The ability to obtain insurance coverage 
•  Possession of and ability to retain necessary equipment, tools, and staffing 
•  The completeness of the information requested and provided 
•  Expertise, qualifications, licenses, certifications, and directly related experience 

of staff and managers assigned to perform the work 
•  Prior track record with similar projects 
•  Ability and Commitment to perform the work in a timely manner and to 

promptly invoice SMC Fire for the work performed 
 

2. AWARD 
 

Award will be made to the qualified proposer whose proposal will be most advantageous 
to EDHFD, with price and availability to deliver product. 
 
Proposers will receive mailed Award/Non-Award notification(s), which will include 
the name of the proposer to be awarded this contract. 
 
Proposers are advised EDHFD reserves the following prerogatives: 

• To reject any or all proposals, 
• To consider historic information and fact, whether gained from the 

proposer’s proposal or any other source, in the evaluation process; and 
• The proposer is cautioned that it is the proposer’s sole responsibility to 

submit information related to the evaluation categories and EDHFD is under 
no obligation to solicit such information if it is not included with the 
proposal. Failure of the individual or firm to submit such information may 
cause an adverse impact on the evaluation of the proposal. 

 
3. CONTRACTUAL FORMAT AND TERMS 

A written agreement will be entered into by EDHFD and the selected Proposer. The 
form and terms of the written agreement shall be to the satisfaction of EDHFD and 
contingent upon approval by EDHFD, including insurance requirements to EDHFD’s 
satisfaction. The failure of the selected proposer and EDHFD to agree to satisfactory 
terms in the written agreement shall deem the selected proposer to be non-compliant 
and EDHFD may award the contract for services to a different party or cancel or re-
issue the Bid. 

 
4. CONSTRUCTION OF PUBLIC WORKS PROJECTS 

 
Consistent with California Labor Code section 1770 et seq., the Director of Industrial 
Relations of the State of California has determined the general prevailing rate of wages 
applicable to the work to be performed under this Request for Bids. If awarded a 
contract, contractor will be required to be registered with the California Department of 
Industrial Relations and to comply with all labor laws, including prevailing wage 
requirements, such as paying persons employed on the project not less than the sums 
set forth in the documents entitled “General Prevailing Wage Determination made by 
the Director of Industrial Relations pursuant to California Labor Code, part 7, Chapter 
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1, Article 2, sections 1770, 1773, 1773.1.” These documents may be obtained from the 
State of California. 

 
5. MINIMUM SCOPE OF INSURANCE 

 
Coverage shall be at least as broad as: 

• Commercial General Liability (CGL): Insurance Services Office (ISO) Form 
CG 00 01 12 07 covering CGL on an “occurrence” basis, including products-
completed operations, personal & advertising injury, with limits no less than 
$2,000,000 per occurrence. If a general aggregate limit applies, either the 
general aggregate limit shall apply separately to this project/location or the 
general aggregate limit shall be twice the required occurrence limit.  El Dorado 
Hills Fire Department, its elected and appointed officials, employees, and 
agents are to be covered as additional insureds for both ongoing and completed 
operations.  Coverage must be primary and non contributory.  A waiver of 
subrogation is required. 

• Automobile Liability: ISO Form Number CA 00 01 covering any auto (Code 1), 
or if Consultant has no owned autos, hired, (Code 8) and non-owned autos (Code 
9), with limit no less than $1,000,000 per accident for bodily injury and property 
damage. El Dorado Hills Fire Department, its elected and appointed officials, 
employees, and agents are to be covered as additional insureds. A waiver of 
subrogation is required. 

•  Workers’ Compensation: as required by the State of California, with Statutory 
Limits, and Employer’s Liability Insurance with limit of no less than $1,000,000 
per accident for bodily injury or disease.  A waiver of subrogation is required. 

• Excess Liability: Limit no less than $2,000,000 going over the General Liability, 
Automobile Liability and Employers Liability coverage. 

The insurance policies shall conform to the Department’s standard requirements 
pertaining to deductibles, notices of cancellation, and related terms.  

 
F. PROTEST/APPEAL PROCESS 

 
The following procedure is provided in the event that a proposer wishes to protest the Quote 
Proposal process or appeal the recommendation to award a contract for Retrofit of Mobile Air 
Unit once the Notices of Award/Non-Award have been issued. 
 
Any protest must be submitted in writing to: 
 

El Dorado Hills Fire Department 
Attn: Deputy Chief, Dustin Hall 

1050 Wilson Blvd. 
El Dorado Hills, CA 95762 

 
The protest must be submitted before 2:00 p.m. of the fifth (5) business day following the 
date of the Notice of Award.  The protest must contain a complete statement of the basis 
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for the protest. The protest must include the name, address, telephone number, and e-mail 
address of the person representing the protesting party.  The procedure and time limits 
are mandatory and are the proposer’s sole and exclusive remedy in the event of a bid 
protest. 
 
Proposer’s failure to comply with these procedures shall constitute a waiver of any right to further 
pursue the protest, including filing a Government Code claim or legal proceedings. 
 
Upon receipt of written protest/appeal, EDHFD will review and provide an opportunity to settle 
the protest/appeal by mutual agreement, will schedule a meeting to discuss or issue a written 
response to advise of an appeal/protest decision within five (5) business days of receipt of the 
appeal/protest. 
 

G. PUBLIC RECORDS ACCESS 
 

Proposers should be aware that submitted proposals are subject to the California Public 
Records Act and may be disclosed to members of the public upon request. It is the 
responsibility of the proposers to clearly identify information in their proposals that they 
consider to be confidential under the California Public Records Act. To the extent that 
EDHFD agrees with that designation, such information will be held in confidence 
whenever possible. All other information will be considered public. 

 
All information regarding the proposals will be held as confidential until such time as the 
Review Committee has completed its evaluation and, or if, contract negotiations are 
complete. 



EDH # 84
location Make indoor serial # Indoor Model Number Age Make Outdoor Serial # Outdoor Model # Age

Carrier 0415C55417 48TCDA06A2A5A0A0A0A 2015

AC-2 Carrier 0415C55206 48TCDA06A2A5A0A0A0A 2015

0615A82507 FX4DNF061 Feb 2015

MSY- GE18NA-8
AC-1  CARRIER 48TCDA06
AC-2 CARRIER 48TCDA04
HP-1    CARRIER 25HCB348
HP-2    CARRIER 25HCB336
HP-3  MITSU PURY-P144TJMU-A

FAN COIL

FC-1  MITSU PLFY-P12NBMU-E
FC-2 MITSU PLFY-P08NCMU-E
FC-3 MITSU PLFY-P08NCMU-E
FC-4 MITSU PLFY-P08NCMU-E
FC-5  MITSU PLFY-P08NCMU-E
FC-6 MITSU PLFY-P08NCMU-E
FC-7 MITSU PEFY-P15NMSU-E
FC-8 MITSU PEFY-P15NMSU-E

EXHAUST FANS

CEF-1 GREENHECK SP-A190

CEF-2 GREENHECK SP-A125

CEF-3 GREENHECK SP-A125

CEF-4 GREENHECK SP-A125

CEF-5 GREENHECK SP-B150

CEF-6 GREENHECK SP-B110

CEF-7 GREENHECK SP-B90

EF-1 GREENHECK GB-141-3

EF-2 GREENHECK GB-081

EF-3 GREENHECK GB-071

EF-4 GREENHECK CUBE-141HP-7

VEF-1 PLYMOVENT TEV

EDH # 85
Location Make indoor serial # Indoor Model Number Age Make OUtdoor Serial # Outdoor Model # Age

9 Carrier 0904A13509 58MXA100-F-16120 Feb 2004 1304E04746 38EZG060500 2004

Cubicles Carrier 0804A13755 58MXA100-F-16120 Feb 2004 304E04750 38EZG050---501 2004

B. Office Carrier 0804A13779 58MXA100-F-16120 Feb 2004 Ruud W142185922 RA1460CC1NB 04/2021

Conf 2 Carrier 0904A13506 58MXA100-F-16120 Feb 2004 Trane 21273A6C4F 4TTA4060A3000AA 07/2021

8 Carrier 0804A13763 58MXA100-F-16120 Feb 2004 1904E07160 38EXG060---501 2004

CR and Admin Carrier 1404A10008 58MXA080-F-17120 Mar 2004 WOD9709252 TCGD48S43S1A

G Carrier 0904A12498 58MXA060-F-16116 Feb 2004 0603E49275 38EZG036501 2003

Lobby Carrier 0904A14494 58MXA060-F-16116 Feb 2004 1104E22987 38EZG036500 2004

Conf 1 Carrier 0904A135** 58MXA100-F-16120 Feb 2004 1704E06217 38EZG04500 2004

IT Room Fujitsu Split AC MYN 002324 AOU12RLFW1 2020

Boiler Weil-McLain EVG 155

Office WOD9709252 TCGD48S43S1A

EDH # 86 picture of model and serial not readable

location Make indoor serial # Indoor Model Number Age Make Outdoor Serial # Outdoor Model # Age

tv room/kitchen Guardian W2M0445336 GAW14L48C23SA 2019

Guardian W2MO392792 GAW14L30C23SA 2019

EDH # 87

location Make indoor serial # Indoor Model Number Age Make Outdoor Serial # Outdoor Model # Age

Boiler Weil-McLain CP7762134 EVG 155

City Multi 1207E08481 24ABR348A510

Dorms Mitsubishi UNREADABLE Pury-P72TGMU-A

1207E08475 24ABR348A510

12807B25487 ?? PARTIAL...R336A520

FAN COIL UNITS

f-1 MITSUBISHI PDFY-10NMU-A

f-2 MITSUBISHI PDFY-10NMU-A

f-3 MITSUBISHI PDFY-10NMU-A

f-4 MITSUBISHI PDFY-10NMU-A

f-5 MITSUBISHI PDFY-10NMU-A

DUCTLESS SPLIT

FC-6 MITSUBISHI PKA-A12-

CU-6 MITSUBISHI PKA-A12-

CONDERSOR UNIT

CU-1 Carrier 24ABR336

CU-2 Carrier 24ABR336

CU-3 Carrier 24ABR348

CU-4 Carrier 24ABR348

FURNACE

f-1 Carrier 58MXA060-12

f-2 Carrier 58MXA060-12

f-3 Carrier 58MXA080-20

f-4 Carrier 58MXA080-20

EXHAUST FANS

GREENHECK  SP-B80
GREENHECK  SP-B80
GREENHECK  SP-A250

APPENDIX A



GREENHECK  GB 200-10
GREENHECK  GB 200-10

GREENHECK GB 080-4

GREENHECK GB 131-4
GREENHECK GB 131-4

EDH # 91

location Make indoor serial # Indoor Model Number Age Make Outdoor Serial # Outdoor Model # Age

Fujitsu Split AC LXN 021557 AOU36RLXFZ1

Fujitsu Split AC LUN 087880 AOU24RDFZ

Fujitsu KXA047786 UTG-CCGF
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